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A706Box Hill City Oval Development

OVAL LIGHTING TOWERS SITE 
PLAN 260 LUX

Client Whitehorse City Council

Scale 1:500 @ A1

8/08/2025
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LEGENDNOTES:
Except as allowed under copyright act, no part of this drawing may be reproduced or otherwise dealt with without 
written permission of HB Arch.

 

1,7
80

1,220

W
 H

 I
 T

 E
 H

 O
 R

 S
 E

  
  

  
  

 R
 O

 A
 D

M  I  D  D  L  E  B  O  R  O  U  G  H            R  O  A  D

D
 A

 V
 E

 Y
  

  
  

  
  

 S
 T

 R
 E

 E
 T

B  O  L  T  O  N        S  T  R  E  E  T

B O L T O N   
P A R K

B O X  H I L L
C I T Y  

O V A L

S
E

R
V

I
C

E
 

R
O

A
D

PLAY
GROUND

LP

LP

NORTH 
CARPARK

EAST CARPARK

COUNCIL 
HALL 

(BANDS)

CJ

CJ

CJ

TMJ CJ

LP

LP

LP

C
VR

C
VR

20 lx

20 lx

20 lx

20 lx

20 lx

20 lx

10 lx

10 lx

10 lx

10 lx

10 lx

39

39

39

3232

20 20

18

18

42

42

42

11

11

1

1

1

50

50

50

41

41

41

15

15

48

48

48

9

9

9

12

12

10

10

10

8

8

8

2

2

2

40
40

4038

38

38

35

35

35

51

51

51
52

52

52

59

59

59

55

55

55

60

60

60

19

19

31

31

31

14
14

16

16

34

34

34

45

45

45

5

5

5

17

17

37

37

37

54

54

54

56

56

56

PO
LE

 1

PO
LE

 3

PO
LE

 4

PO
LE

 5

PO
LE

 2

M S B

S U B

L P

CRICKET
NETS

W E S T   P A V I L I O N

S O U T H

P A V I L
 I O

 N

CJ

10 LUX

20 LUX

FIELD LIGHTING
260 AVG LUX

(AS PER EXISTING FIELD LIGHTING)

20
 LU

X 10
 LU

X

AGI32 GENERATED TEST REPORT

Obtrusive Light - Compliance Report
AS/NZS 4282:2023, A3 - Medium District Brightness,
 Non-Curfew L2
Filename: M12217 - BHCO Box Hill Oval 260lx 020725
29/07/2025 6:25:02 PM
Illuminance
Maximum Allowable Value: 10 Lux
Calculations Tested (7):
Test Max.
Calculation Label Results Illum.
ObtrusiveLight_Bolton St_Ill_Seg1 PASS 2
ObtrusiveLight_Davey St_Ill_Seg1 PASS 2
ObtrusiveLight_MIddleborough Rd_Ill_Seg1 PASS 1
ObtrusiveLight_MIddleborough Rd_Ill_Seg2 PASS 1
ObtrusiveLight_MIddleborough Rd_Ill_Seg3 PASS 1
ObtrusiveLight_MIddleborough Rd_Ill_Seg4 PASS 1
ObtrusiveLight_MIddleborough Rd_Ill_Seg5 PASS 1
Luminous Intensity (Cd) At Vertical Planes
Maximum Allowable Value: 25000 Cd
Calculations Tested (7):
Test
Calculation Label Results
ObtrusiveLight_Bolton St_Cd_Seg1 PASS
ObtrusiveLight_Davey St_Cd_Seg1 PASS
ObtrusiveLight_MIddleborough Rd_Cd_Seg1 PASS
ObtrusiveLight_MIddleborough Rd_Cd_Seg2 PASS
ObtrusiveLight_MIddleborough Rd_Cd_Seg3 PASS
ObtrusiveLight_MIddleborough Rd_Cd_Seg4 PASS
ObtrusiveLight_MIddleborough Rd_Cd_Seg5 PASS
Threshold Increment (TI)
Maximum Allowable Value: 20 %
Calculations Tested (3):
Adaptation Test
Calculation Label Luminance Results
ObtrusiveLight_TI Bolton St 1 PASS
ObtrusiveLight_TI Middleborough 1 PASS
ObtrusiveLight_TI Purnell Rd 1 PASS
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